
 
 
November 4, 2015 

 
ADDENDUM #2 

NWIT-15-36 
HVAC System Upgrade 

Council Chambers, New Westminster, BC 
 

This addendum modifies the Invitation to Tender only as noted: 
 
CLARIFICATION 

All electrical wiring to be copper. 
 
 
DRAWINGS 

M-01 Roof Plan, City Hall 
Add possible electrical power supply conduit run as per the attached sketch.  
It is confirmed that adequate power can be supplied from the electrical panel in the main electrical room, 
basement level. Wiring to be installed in solid conduit. Locate the conduit between grids 6 and 9 as high 
as possible on wall. Transition conduit to the basement through air well grill and metal screen/closure at 
wall. Paint conduit to match wall colour and finish 
 
M-02 Floor Plan, Council Chamber 
<ADD> “Remove and replace the suspended ceiling system as required to complete the work. Provide 
certification for seismic restraint of the suspended ceiling system that has been removed and replaced 
from a seismic engineer, registered in the province of British Columbia, retained and paid for by the 
contractor.” 
 
M-04 Specifications, Council Chamber 
Cutting and Patching <DELETE> sentence 4 entirely and <REPLACE WITH>  
“4. There are no asbestos materials on the roof slab underside surface or in the roofing materials. The 
contractor is to advise the Owner if he encounters possible asbestos containing materials during the Work. 
The Owner will have the materials tested. If the material contains asbestos, the Owner will have the 
material removed by their asbestos contractor. ” 
 
<ADD> 
“5. The concrete walls and parapet above the roof and surrounding the electrical room at the basement 
level are painted with paint containing lead. The Owner will arrange and pay for drilling or coring of the 
walls as required to complete the Work.” 
 
Please acknowledge this addendum on page 2 of 3 in the Bid Form. 
 
END OF ADDENDUM #2 
 
Yours truly, 

 
Heather M. Rossi 
Intermediate Buyer 

Document #777576 
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