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ENQUIRIES AND RESPONSES #2 
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East Sixth Avenue Upgrades 

New Westminster, BC 
 

 
ANSWERS TO SUBMITTED QUESTIONS 
Q7 How thick is the bark mulch to be installed in the bark mulch restoration areas? 
A7 Minimum, 100mm thick 

 
Q8 Is the irrigation system to be battery operated? If not, where would the power source be 

coming from?   
A8 The irrigation should be battery operated. 
 
Q9 Could you please clarify that optional work items price, should be in per cum, per sqm or 

per ton?   
A9 Please see the applicable Unit in the Optional Works Assumed Schedule of Quantities 

 
Q10 Enquiries and responses #1 states that no quantities will be provided, contractor expected 

to do their own quantities and job will be treated as lump sum. If it is lump sum what is 
the intent with the unit rates for each line item?  

A10 For pricing review and valuation of change orders 
 

Q11 The soil analysis provided by Pinchin/ALS pertains to the site at 65 East 6th Street and 
does not reflect conditions at our actual work location. Could you please advise on how 
we should proceed? 

A11 The Contractor shall assume any Contaminated Fill encountered with reported 
contaminates should be disposed of using Optional Works Item 31.03.  This Optional 
Works item shall only be used, if Contaminates are found. 

 
Q12 Will the City classify any contaminated material as an extra cost?   
A12 Contaminated Fill with testing and offsite disposal is listed in Optional Works item 

31.03.  This item will cover costs related to contaminated material. 
 

Q13 In Section 5 – Findings and Conclusions, Pinchin recommends that additional soil be 
disposed of at a permitted facility as RL+ quality, and as IL+ specifically in the area of 
test pit 23-TP102. Given that our work area is not in proximity to test pit 23-TP102, 
should we assume that all excavated material is to be treated as RL+?   

A13 The Contractor shall allow to dispose of any Contaminated fill identified in the report 
using optional works item 31.03 – Contaminated Material Management. 
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Q14 We understood that estimated quantities will not be provided. Could you confirm if this is 

a unit rate contract, meaning we will submit progress claims based on actual quantities?   
A14 This is a lump sum contract, with optional works being paid as unit rates.  Your 

submitted quantities will be used to estimate payment for progress payment monthly 
claims. 

 
Q15 Could you please clarify whether the property owner will be responsible for relocating 

the signs that are likely in the way at around STN 2+190 and 2+220. See photos below.   
A15 All work needed for the shown construction shall be completed by the Contractor 

including any signage relocation, temporary signage, removal and disposal of 
signage/bases/poles/sleeves and any no post barrier removal and disposal. 

 
Q16 There are a few irrigation boxes that will require relocation. Could you please confirm 

how the contractor intends to bill for this work?   
A16 All work needed for the shown construction shall be completed by the Contractor 

including any irrigation relocation. 
 
Q17 We have noted that a Metro Vancouver permit is required. Could you please provide the 

as-built drawings for the Metro Vancouver water and sewer mains within our scope?  
A17 Drawings are available through the Metro Vancouver website 

https://apps.metrovancouver.org/flore . 
 
 
 

END of Enquiries and Responses #2 
 
Yours truly, 

 
Heather M. Rossi 
Procurement Specialist 
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